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Agenda

ºSummary of last working group 
meeting

ºBARCT assessment for boilers Ò 
2 mmbtu / hr

ºBARCT emission limits for boilers 
and turbines

ºStartup and Shutdown

ºCo -fired boilers

ºProposed Rule Structure

ºNext Steps



Update Since Last Working Group Meeting
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ºSince the last working group meeting on February 12, 2020:

ºStaff has met with stakeholders to discuss the proposed initial BARCT 

limits and other provisions for rule

ºStaff is continuing to discuss control technology with suppliers  

ºStaff is working on completing rule language
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ºSouth Coast AQMD acknowledges the challenges to stakeholders due 
to COVID -19

ºTo ensure safe social distancing, working group meetings will be held 
via Zoom, or a call -in option is also available

ºStaff wants to ensure the public has the ability to fully participate in the 
working group meetings

ºWith the new meeting format, participants can still comment throughout 
the meeting 

º In addition to working group meetings, staff is available for individual 
meetings

COVID-19 Meeting Format



Summary of Last Working Group Meeting 
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ºEngine survey results

ºProposed initial NOx limits for microturbines and turbine 

replacement

ºBARCT assessment for boilers Ò 2mmbtu/hr

ºCost -effectiveness for boilers and turbines

ºProposed BARCT emission limits for boilers, turbines, and 

microturbines



BARCT Assessment



Status of BARCT Assessment for Equipment 

Types 

Equipment 

Category

Microturbines
Not 

Conducted*
9 ppm

Boilers Ò2 

mmbtu/hr

Boilers 

>2mmbtu/hr
9 ppm

Turbines 2.5 ppm
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Assessment of 
South Coast 

AQMD 
Regulatory 

Requirements

Assessment 
of Emission 

Limits for 
Existing Units

Other 
Regulatory 

Requirements

Assessment of 
Pollution 
Control 

Technologies

Initial BARCT 
Emission Limits 

and Other 
Considerations

Cost-
Effectiveness 

Analysis

BARCT 

Emission 

Limits

*Existing sources meet proposed BARCT Emission Limit

This 

meeting
This 

meeting

This 

meeting
This 

meeting
This 

meeting
This 

meeting



Digester Gas Boilers Ò 2 mmBtu / hr

o Recap from last working group meeting:

o 12 boilers rated Ò 2 mmBtu / hr

o 9 dual fuel boilers

o 3 digester gas (only) boilers

o Currently no rule at South Coast AQMD for boilers 
Ò 2 mmbtu / hr that fire digester gas

o 8 permitted at 30 ppm 

o 2 permitted with emission rate (6 lbs/day), no concentration limit

o 2 with no emission limit

Assessment of 
South Coast 

AQMD 
Regulatory 

Requirements
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Boiler parts per million (ppm) emission limits are referenced at 3% O2.


